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TEM ENVIRONMENTAL INC. 
us I I'A KI'COKDS CCN TER REC.ION S 

535502 
BULK ASBESTOS SAMPLE EVALUATION 

POLARIZED I.TGHT MICROSCOPY IPLM^ TECHNIQUE NVLAP LAB ID 101130-0 

Company Name: Illinois Environmental Protection Agency Client Project Reft Intennet Foimdiy 

Contact Ron Robeen Project Location: 

Address: 1021 N. Grand Avenue East TEM Project: 47604 

Springfield IL 62794-9276 Analyzed by: Lori Bocisma 

Date Analyzed: 7/18/2014 

Sample Inibrmation Fibrous Materials j Non-Fibrous Materials 

Client Sample ID TF.M COLOR ACM Asbestos Fibers Non-Asbestos Fibers Filler Commetits 

Description ID. Type Percent Type Percent Binder 

ACMl 

Waste Pile/Fabric Coating 

241696 Gray N/D CJuTSOtile 

Amosite 

Cellulose 

Glass 

90-100 

ACM 2 

Galbestos Siding 

241697 Black Yes Chrysotile 

Amosite 

60-70 Cellulose 

Glass 
30^0 

ACM 3 

Galbestos Siding 

241698 Black Yes Chrysotile 

Amosite 

60-70 Cellulose 

Glass 
30-40 

ACM 4 

Galbestos Siding 

241699 Black Yes Chrysotile 

Amosite 

60-70 Cellulose 

Glass 
30-40 

ACM 5 

Galbestos Siding 

241700 Black Yes Chrysotile 

Amosite 

60-70 Cellulose 

Glass 
30-40 

Simple* were lulyzed rollovnn); the procedsrei nioUiiied in the tPA Method M9ni4ini6, July 1993. Thb reporl appliu only to umplo tdtcd. 
SliM; Tbc optical rcf olution of polarized light mkroeeopy limits the lUe of fibers that are vbible. In samplei where very smalt fiben may be present, the ubestot fibers may be smaller than the 
reaolulioa linut of a polarized light tnlenMCope. Is those esses, the remit of the PLM analysb is not conclnsive where the sample is reported as non^asbestos. Samples that are expected to contain small 
libera (such aa door die umples aad vennicalitc) and that are reported as non-asbestos by PLM should be further inliyzed transmission electron mlcroieopy. 
This report may not be rtprodnced exiKptitt fhll aad with Ibc appnrval of the Laboratory. This report may not be used by the client to cUin product eodorseaitbt by NVIAF or any agcaey of the US 
government An extlnutc of the laboratory uncertaiaity b avatlsble upon request 

Key; ACM Asbestos (Containing Material as defibed in USEFA NESHAP Regulatioo; TR=Trace; N/D = None Detected 

Page 1 of 2 
Report Approved by: 

443 Duane Street, Glen EUyn, Illinois 60137 Phone (630) 790-0880 Fax (630) 790-0882 
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BULK ASBESTOS SAMPLE EVALUATION 
POLARIZED LIGHT MICROSCOPY (TLIVn TECHNIOUE NVLAP LAB ID 101130-0 

Company Name: Illinois Environmental Protection Agency Client Project Ref: Intennet Foundiy 
Contact Ron Robeen Project Locatien: 
Address: 1021 N. Grand Avenue East TEM Project: 47604 

Springfield IL 62794-9276 Anaiyred by: LoriBoersma 
Date Analyzed; 7/18/2014 

Sample Information Fibrous Materials 1 Non-Fibrons Materials 

Client Sample ID TEM COLOR ACM Asbestos Fibers Non-Asbestos Fibers Filler Comments 
Description ID. Type Percent Type Percent Binder 

ACM 6 
Galbestos Siding 

241701 Black yes Chrysotile 
Amosite 

60-70 Cellulose 
Glass 

30-40 

ACM 7 241702 
Waste Pilc/Dcmolition Debris 

Gray Yes Chrysotile 
Amosite 

10-20 Cellulose 
Glass 

80-90 
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X 
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Samptes were anetywd faOawtiis tie proeedurci conUiacd in the EPA Method dOO/R-»3/ll(, July 1993. Thii report appliei only to samples teslM. 
SLMt The optical rcaolntion of polartxed light microseo|iy llmitt the size ofrihers that are vislhle. In samples where very imall Gberj may be present, the asbestos nbenmay be smaller than, the 
resoiutloo limltof a polarized light mlcroseope. ID those eases, the result of the PLMaDalysta is not eonelnsive where the sample Is reported as Bon-asbeetoa. Samples that are expected to eoataln small 
fibers (sach as floor tile saaaples and vermlcuUte) and that are reported as BOD-atbeetoe by ELM ihonld be forther iblayzed by tranemlsslon eleetroa microscopy. 
This report nuy not be reproduced except in (till and with the ippnnral of the Laboratory. This report may not beiued by tfaedient to claim prodactendarsemcntfay NVLAP or any igcncy of the US 
government An estimnte of the laboratory uaceii*iaity is nvafiable upon request 

Key: ACM=Asbestos Conlainine Materia! as defined in USEPA NESHAP Regulation; TR = Trace; N/D = None Detected 

Page 2 of 2 
Report Approved by: 

443 Duane Street, Glen Ellyn, lUinots 60137 Phone (630) 790-0880 Fax (630) 790-0882 
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Chain of Custody 

Laboratory: TEM Inc. 
Address: 443 Duane St 
City: Glen Ellyn, IL 60137-4528 

Contact; 
Ron Robeen 
217-524-0229 or ron.robeen@gmall.com 

Project Name; ".3V, fermet /-^»o.-vdlv-y Contractor 
Project Address: Owner. 

Collecton ASHERA Inspector Number: 

Sample 
Identification 

Date 
Collected 

Locatl on/Description 

p\ccn 1 

Rem 1 VtS/tu 

fs era 2) 
I 

G ci. 1 Vb<ii> 1A I'rvc.^ 

Rem H bc.:j 

A Cm 5 y/s/iH G tot J rc-l. 

Rem fo 5 . A: 

Rem 7 y>s/,H ^cviVi. ?;\e. / d«.rocl>4te7v ciefcit-i / 

Released by 
(Signature) 

Date/Time 
Released 

Delivery 
Method 

Received by 
(Signature) 

Co/Agency 
Affiliation 

Date/Time Condlf 
Noted 

^//r li(K> Te-fi A- ^TX^C 

Hand/UPS A** ! r ^ Oic VX..4 ' ^' 

Disposition Of Samples: Return to Ron Robeen, lEPA, P.O Box 19276, Springfield, IL 62794-9276 
Remarks, Speciallnstructions: Analyze all samples PLM- 24 Hour TA please. Fax sample results to 21 
782-1875 and call 217-524-0229 with any questions. Thanks. 




